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NOTES: 1. PERFORATED DRAIN PIPE TO BE N-12 PLASTIC DUAL WALL WITH SMOOTH INTERIOR AND PERFORATED DRAIN PIPE TO BE N-12 PLASTIC DUAL WALL WITH SMOOTH INTERIOR AND CORRUGATED EXTERIOR.  2. DEPTH OF TRENCH AND DRAIN PIPE WILL VARY DEPENDING ON SITE TOPOGRAPHY. MAINTAIN NO LESS DEPTH OF TRENCH AND DRAIN PIPE WILL VARY DEPENDING ON SITE TOPOGRAPHY. MAINTAIN NO LESS THAN 1% SLOPE FROM TARGET DRAIN AREA TO COLLECTION LINE(S) AND/OR OUTFALL. BELLEVUE PARKS MAY REQUEST FLOW TEST TO ENSURE POSITIVE DRAINAGE PRIOR TO FINAL ACCEPTANCE. 3. USE NO FILTER FABRIC UNLESS OTHERWISE SPECIFIED. USE NO FILTER FABRIC UNLESS OTHERWISE SPECIFIED. 
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